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Short Abstract for Program (50 words) 

 

Just like in Alice’s Wonderland, time plays a vital role in every water utility’s SCADA system. Accurate 

timestamps are needed to effectively log process-data, log alarms/events, produce reports, and perform 

numerous system functions. This talk provides an overview and best practices for keeping time 

synchronized in today’s distributed SCADA systems.   

 

Long Abstract (250 Words) 

 

In modern water utilities, SCADA (supervisory control and data acquisition) systems are a critical tool for 

both operations and compliance.  SCADA systems enable operators to remotely view, monitor, and 

control water facilities.  SCADA systems also perform an important datalogging role by logging process 

data, alarms/events and operator actions. Of significant importance is the logging of critical process 

parameters, such chlorine residuals every 5 minutes per O.Reg.170 under the Safe Drinking Water Act.  

 

With all the datalogging that the SCADA systems must do, it is therefore very important that SCADA 

systems are always using the correct time and date. Furthermore, for distributed SCADA Systems – such 

as those that use multiple PLCs, network switches/routers, multiple servers and dataloggers – it is vitally 

important that time is always correct and properly synchronized throughout the entire SCADA system.  

 

This talk provides an overview of the many technologies that are used to maintain accurate time 

synchronization across a SCADA system. It begins with a technical explanation of time, and how time 

standards are maintained on a national and international scale. It then talks about how to select a 

reference time source that is appropriate to the needs of a SCADA system.  Pros and Cons of several 

time sources and their associated costs are compared. Then the concept of a time server, and associated 

time synchronization protocols, is discussed.  The talk concludes by sharing the best practices that were 

used to design the time synchronization strategy used by the SCADA system at Guelph Water Services.  
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Learning Objective 1  

Understand why time synchronization in a SCADA system is so important. 

 

Learning Objective 2 

Understand the various types of “time sources” that can be used for time synchronization in a SCADA 

system. 

 

Learning Objective 3 

Learn about best practices when implementing a time synchronization scheme within a SCADA system’s 

various components.  
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